SP00583  (2015 Specifications: 04-01-17)

SECTION 00583 - ELECTRICAL CONDUIT IN STRUCTURES

(Follow all instructions.  If there are no instructions above a subsection, paragraph, sentence, or bullet, then include them in the project.  The specifications may be modified to include project specific specifications, but all additions, deletions, or modifications must be sent to the ODOT Technical Resource and Senior Specifications Engineer for review and approval.)

Comply with Section 00583 of the Standard Specifications modified as follows:

00583.10  Materials - In the first sentence, replace the words “schedule 40” with the words “Schedule 80”.

00583.40  General - In the paragraph that begins "Install galvanized steel…", replace the sentence that begins "Where nonmetallic conduit is installed…" with the following sentence:

Nonmetallic Schedule 80 conduit may be used where the run is embedded in concrete, except the conduit segment stubbing out or entering the expansion device shall have a minimum length of 5 feet of galvanized rigid metal embedded within the concrete.
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